DIVISION 8 - DOORS AND WINDOWS

Section 08330 - Overhead Coiling Doors

Introduction

Provide Overhead coiling doors where necessary for service or access. Avoid the use of pairs of swing type doors for service access

Avoid these type doors as part of fire rated wall opening

Avoid the use of security grilles

Where egress is required, provide adjacent (not integral) personnel exit door assembly.

Where an insulated door is required, sectional type shall be provided.

Part 1 - General

• Use manual push up type except where crank, chain or motor operation is appropriate due to size.

Part 2 - Products

• Provide cylinder locking method in bottom bars.

Part 3 - Execution

• Insure that fusible link, if applicable, is accessible on doors used as a fire rated curtain.

End of Section 08330