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DIVISION 10 - SPECIALTIES 

Section 10431 – AED (Defibrillators) and Cabinets 

Introduction 

AED (Defibrillators) and Cabinets shall be included in all projects valued at $250,000 or more. The AED shall be 
owner furnished and owner installed.  Cabinets shall be owner furnished and contractor installed. 

Locations shall be shown on the drawings. 

Part 1 - General 

• Generally, the location shall be in the main building lobby.

Part 2 - Products 

• AED, cabinet, and signage shall be provided by University Risk Management.

• Cabinets may be surface mount, semi or fully recessed type, as coordinated.

Part 3 - Execution 

• Coordination with University Risk Management is required for locations, types of cabinets, recesses,
mounting heights, and signage.

• Contractor shall request owner provided cabinet prior to occupancy.

End of Section 10431 


